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Floor Device Type WATER FILTERS Name Date Analyzed 1st Draw - Sample ID 2nd Draw - Sample ID

WS- 000004 5/21/2017 5/21/2018 1 Break Room Annex building in staff lounge area. WF-52017-000004 10/24/2017 FT-FY18-102017-000004-A < 1 FT-FY18-102017-000004-B < 1

WS- 000015 5/21/2017 5/21/2018 1 Cooler Annex building water fountain adjacent to staff restroom Right High WF-52017-000015 10/24/2017 FT-FY18-102017-000015-A < 1 FT-FY18-102017-000015-B < 1

WS- 000017 5/21/2017 5/21/2018 1 Cooler Annex building water fountain adjacent to staff restroom Left High WF-52017-000017 10/24/2017 FT-FY18-102017-000017-A < 1 FT-FY18-102017-000017-B < 1

WS- 000031 5/21/2017 5/21/2018 Basement Cooler In cafeteria near kitchen entry - - WF-52017-000031 10/24/2017 FT-FY18-102017-000031-A < 1 FT-FY18-102017-000031-B < 1

WS- 000036 10/9/2017 10/9/2018 1 Bathroom In classroom 108 restroom Right Low WF-102017-000036 10/24/2017 FT-FY18-102017-000036-A < 1 FT-FY18-102017-000036-B < 1

WS- 000042 5/21/2017 5/21/2018 1 Cooler In hallway adjacent to classroom 109 WF-52017-000042 10/24/2017 FT-FY18-102017-000042-A < 1 FT-FY18-102017-000042-B < 1

WS- 000046 10/9/2017 10/9/2018 1 Classroom Faucet In classroom 107 WF-102017-000046 10/24/2017 FT-FY18-102017-000046-A < 1 FT-FY18-102017-000046-B < 1

WS- 000070 10/9/2017 10/9/2018 2 Classroom Faucet In art room 213 sink Left WF-102017-000070 10/24/2017 FT-FY18-102017-000070-A < 1 FT-FY18-102017-000070-B < 1

Floor Device Type Date Analyzed 1st Draw - Sample ID 2nd Draw - Sample ID

Basement Food Prep Sink In kitchen Left 10/24/2017 FT-FY18-102017-000028-A < 1 FT-FY18-102017-000028-B < 1

Basement Food Prep Sink In kitchen Mid 10/24/2017 FT-FY18-102017-000029-A < 1 FT-FY18-102017-000029-B < 1

WS- 000028

WS- 000029

Food Prep Sink
Less than 5 ppb - Devices Requiring No Remediation

RECORD ID Device Location
FT Final Result - 
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FT Final Result - 

2nd Draw (ppb)
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